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BILCO JD-3AL HINGED DOOR OR APPROVED
EQUAL.. DOOR DRAIN PIPE TO BE ANCHORED
TO INSIDE VAULT WALL AND DRAIN ONTO
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1 CLAYTON 90G-01AB PRESSURE REDUCING VALVE OR APPROVED SUMP WITH 3/4*
EQUAL (WITH EPOXY COATING AND §.5. TRIM) GRAVEL (ACTUAL
2 ALL PIPING C.M.L.&C. STEEL PIPE 3/16" , LOGATION TO BE
3 ALL TEES, REDUCERS, VALVES, ETC. PER VID APPROVED DETERMINED IN FIELD)
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