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SEE DETALL 8-15 ——\
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4" x 4* x B REDWOOD POST

TEST BOX (POST MOUNTED)
SEE DETAIL 8-4
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ANODE LEADS NO. 10
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PREPACKAGED MAGNESIUM (TYP)
ANODE. (TYP. 5 PLCS))
SEE DETAIL 8-1
NOTE:
1. FOR AT-GRADE ANODE TEST BOX
SEE DETAIL 8-211
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