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STEEL WASHER (TYP.)

INSULATING WASHER (TYP.)

INSULATING GASKET

INSULATING
SLEEVE
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FLANGE COATING
SEE DETAIL 8-11

/ \ FLANGE
FOR INSULATING :

NOTE:

1. HARDWARE QUANTITIES
IN INSULATING FLANGE
KIT WILL VARY BASED
ON GASKET PATTERN

AND PIPE SIZE.

2. DO NOT COAT OR SPRAY
INSULATING COMPONENTS
WITH ANY MATERIAL
EXCEPT FOR THOSE
SHOWN IN DETAIL 8-11

\— PIPELINE
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