A. FOR INSTALLATION BETWEEN MATALLIC
STRUCTURES WHEN DISTANCE IS 18"
OR LESS

B. INSULATING BLANKET SHALL BE 12
LARGER THAN THE LARGEST PIPE
DIAMETER.

EXIST. AND/OR NEW PIPELINE

1/8" NEOPRENE OR
BUTYL INSULATING
MATERIAL
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